SJT-WCR2 Remote Monitor Device (4G) Quick manual V1.0
1. Wiring

1.1 System wiring

Only 4 wires need to be connected between remote device and elevator control system. The connection is shown in
following figure.

Figure 1.1 The connection between device and controller
Chart 1.1 Pin definition of remote monitor device

Port Label Pin Definition
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Third step. Input account and password to login, enter manage page.

Fourth step. Click “Device list” under “Device manage” to enter device manage page.
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Fifth step. Click “Add new device” at top right corner to enter elevator information entry page.
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Sixth step. Logging elevator data and device information at “Add new device” page and do binding. Then device
register and binding complete.
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Note. The binding of elevator and device is according to “terminal” field. Please log in device ID at “terminal” field. The
device ID is adhered at shield of product, the format is as “W_XXXXXXXXXXXXXX"” Please notice it need be with
LLW_H
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2.2 Elevator checking

After binding, you may check elevator status in “device manage” page and click the elevator you want to check.
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